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DJR ORD

DOMESTIC WATER ISOMETRIC

63 86

PP302
1/22/2014

ISSUED FOR BID
3627

1400 Black Horse Hill, Coatesville, PA

1 DOMESTIC WATER ISOMETRIC

KEY NOTE

1 POINT OF CONNECTION TO EXISTING.

2 EXISTING WALL HYDRANT.

3 RELOCATED WALL HYDRANT.

4 EXISTING DOMESTIC WATER SERVICE ENTRANCE.

5 EXISTING DOMESIC WATER HEAT EXCHANGER.

6 NEW LOCATION FOR DOMESTIC WATER RISER TO SERVE 1ST FLOOR.
SEE 1-PP302 FOR CONTINUATION.

7 EXISTING WALL HYDRANT IN BASEMENT.

8 PIPES DOWN TO MECHANICAL ROOM. SEE 2-PP302 FOR
CONTINUATION.

9 DEMOLISH HOSE BIBB AND RELOCATE AS SHOWN IF ALT #8 IS
ACCEPTED.

10 1 1/2" CW TO POOL ENCLOSURE. RUN PIPE IN SAME TRENCH USED
FOR HYDRONIC PIPING.

11 PIPES DOWN TO PIPE TRENCH. SEE 2-PP302 FOR CONTINUATION.

12 1 1/2" CW DOWN TO 8" FILL FUNNEL. SEE AQUATIC CONSULTANT
DRAWINGS FOR FURTHER INSTRUCTIONS.

13 NEW REDUCED PRESSURE BACKFLOW PREVENTER.

2 BASEMENT DOMESTIC WATER ISOMETRIC

Revisions Date

ALT # 1

ALT # 1


